INVITATION FOR BID NO. 032315-1
COPPER ADMIN BUILDING
INTERIOR RENOVATION

DRAWINGS




2012 IBC
COMMERCIAL CODE REVIEW
Globe Copper Admin Bldg.

Occupancy Type: B Occupancy

Sprinklers Required: N
Sprinklers Provided: Y

Notes:

e 303.1.1 Small buildings and tenant spaces used for assembly purposes with an occupant load of less than 50 people shall be classed
as a B occupancy.

Height and Area Requirements:

Occupancy Type: B
Construction Type: VB
Proposed Area: 120’ x 166.5’ = 19,980 sq.ft.

Allowable Area: 9,000 sq.ft.
506.3 Area Increase (300%): Fire Sprinkler system, one story
Revised Allowable Area: 27,000 sq.ft. > 19,980 sg.ft. OK

Proposed Height: 1 Story
Allowable Height: 2 Story

Exterior Wall & Opening Requirements (Chapter 6)

Occupancy Type: B
Distance to Property Line or other structures: >10’° No opening protection required.

Fire Protection Systems (Chapter 9)

903 Fire Sprinkler System: B Occupancy: Not Required
Area Increase: Required. To be provided.
906 Portable Fire Extinguisher: See Plan locations
907 Fire Alarm / Detection System: Required: B Occupancy < 500P: Not Required. To be provided.

Means of Egress (Chapter 10)

Room Name / Use: Administrative Offices Adult Probation Offices
Area: 9,990 sq.ft. 9,990 sq.ft.

Sq.ft / Person: 100/Person (Gross) 100/Person (Gross)
Max People: 100 100

# Exits Required: 2 2

Travel Distance Allowable: 300’

Travel Distance Provided: See Emergency Egress Plan

Common Egress Path: See Emergency Egress Plan

Width of Egress: 3° Minimum Required, 40” Minimum Provided.
Means of Egress lllumination: Provided, See Emergency Plan
Exit Signs: Provided, See Emergency Egress Plan

1024 Luminous Egress Path Markings

Accessibility (See Site Plan)
Parking Space(s)

Accessible Route

Stairs / Ramps

Lighting

Doors and maneuvering clearances
Restrooms: Provided, See Plan



Restroom Requirements (Chapter 29)

Separate Facilities Exception: No
Occupancy Type: B
# People: 200 People
Male: 100 Female: 100

Mop sink: 1 required, 2 provided

WCF WCM URM LAVE LAVM
Requirement 1/25 for 1% 50 May replace 1/40 for 1% 80
1/50 for rest 50% Max WC 1/80 rest
# Required 5 5 3 3
Provided 5 4+2 (Replaces 1) 4 4+2

CJP 4/16/15
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SCHEDULE

LIGHTED EXIT SIGN AND EGRESS LIGHTING

LIGHTED DIRECTIONAL EXIT SIGN AND EGRESS LIGHTING

EGRESS LIGHTING

5—ABC FIRE EXTINGUISHER IN RECESSED CABINET

SEE TECHNICAL SPECIFICATIONS
FOR FIXTURE TYPE AND REQUIREMENTS.

CODE REVIEW

CONSTRUCTION TYPE: VB
OCCUPANCY TYPE: B

ALLOWABLE AREA: 9,000 SQ.FT.

ALLOWABLE STORIES: 2

PROPOSED STORIES: 1

AREA INCREASES: 300 7%, 1 STORY,
FOR FIRE SPRINKLER SYSTEM.

ALLOWABLE AREA 27,000 SQ.FT.

PROPOSED AREA: 20,160 SQ.FT.

MAXIMUM OCCUPANCY:
ADULT PROBATION:
ADMINISTRATION:

100 PEOPLE, 2 EXITS REQ.
100 PEOPLE, 2 EXITS REQ.

MAXIMUM TRAVEL DISTANCE:
REQUIRED: 300" TABLE 1016.2 W/SPRINKLERS
PROVIDED: 121" MAX.

COMMON PATH OF EGRESS TRAVEL
MAXIMUM: 100" TABLE 1014.3 W/SPRINKLERS
PROVIDED: <30’ MAX.

GILA COUNTY
PUBLIC WORKS DEP 1.
ARIZONA

GLOBE,

BUILDING EQUIPPED THROUGHOUT WITH AN
AUTOMATIC FIRE SPRINKLER SYSTEM, PER NFPA 13
TO BE PROVIDED BY FIRE SPRINKLER CONTRACTOR.
SEE SITE PLAN FOR FDC CONNECTION LOCATION.

BUILDING TO HAVE A CLASS A FIRE ALARM
SYSTEM, PER NFPA 72, TO BE PROVIDED BY
CONTRACTOR AND APPROVED BY THE STATE F.M.

AL

COPPER ADMIN BLDG
GLOBE,

o

4/20/15
CARYN PAIGE
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DOOR / HARDWARE SCHEDULE
DOOR FRAME HARDWARE GROUP
DOOR MATERIAL/ |HARDWARE |SECURITY
NO. ROOM NAME WIDTH HEIGHT |THK TYPE FINISH GROUP KEYPAD REMARKS
100A |LOBBY 109 PR.3'-0" |6'-8" 13/4" AL-1A 6 YES COORDINATE WITH STOREFRONT SYSTEM
100B  |LOBBY 109 3'-0" 6'-8" 13/4" WD-2 H.M. / PAINT 5 YES
100C [LOBBY 109 3'-0" 6'-8" 13/4" WD-2 H.M. / PAINT 5 YES
101 PURCHASING OFFICE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
102 CONTRACTS OFFICE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
103 FINANCE OFFICE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
104 CLOSET 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 2
105 FINANCE OFFICE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
106 BUDGET / GRANT / RECORDS OFFICE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
107 FINANCE OFFICE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
108 FINANCE DIRECTORS OFFICE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
109 HALLWAY 3'-0" 6'-8" 13/4" WD-2 H.M. / PAINT 5
110 MENS RESTROOM 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 3
111 WOMENS RESTROOM 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 3
112 CUSTODIAL 3-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
180 DEGREE SWING, TO EACH SIDE
113 SHARED DOOR BETWEEN SUITES 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 5 YES SOUND PROOF STC 55 OR BETTER
114 BREAKROOM 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
115A |CONFERENCE ROOM 3'-0" 6'-8" 13/4" WD-2 H.M. / PAINT 4
115B  |CONFERENCE ROOM 3'-0" 6'-8" 13/4" WD-2 H.M. / PAINT 4
116 FILES / SUPPLIES / HALLWAY 3'-0" 6'-8" 13/4" WD-2 H.M. / PAINT 2
117 HALLWAY 3'-0" 6'-8" 13/4" WD-2 H.M. / PAINT 5
118 CONFERENCE ROOM 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 4
119 HR DIRECTOR OFFICE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
120 HR TESTING / STORAGE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 2
121 HR OFFICE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
122 HR OFFICE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
123 HR OFFICE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
124 HR SECURED FILE / STORAGE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 2
125A |LOBBY 137 PR.3'-0" |6'-8" 13/4" AL-3 6 YES COORDINATE WITH STOREFRONT SYSTEM
125B  |HR OFFICES 3'-0" 6'-8" 13/4" WD-2 H.M. / PAINT 5 YES
125C  [LOBBY TO MAILROOM PR.3'-0" |6'-8" 13/4" WD-3 H.M. / PAINT 5 YES
COORDINATE WITH STOREFRONT SYSTEM (2'
125D  |LIBRARY OFFICES 3'-0" 6'-8" 13/4" AL-2 5 YES WIDE SIDE-LITE)
126 MAIL ROOM TO LIBRARY OFFICES 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
127 LIBRARY OFFICE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
128  |ASST. CTY MANAGER OFFICE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
129 LIBRARY OFFICE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
130 LIBRARY STORAGE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
131 LIBRARY OFFICE 3-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
132 ITROOM 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1 YES
SEE TECHNICAL SPECIFICATIONS FOR PRODUCT INFORMATION
HARDWARE GROUP I H.M. HOLLOW METAL
1 OFFICE S.C. SOLID CORE WOOD
2 STORAGE
3 RESTROOM
4 CONFERENCE ROOM
5 HALLWAY
DOOR / HARDWARE SCHEDULE
DOOR FRAME HARDWARE GROUP
DOOR MATERIAL/ [HARDWARE [SECURITY
NO. ROOM NAME WIDTH HEIGHT  [THK TYPE FINISH GROUP KEYPAD REMARKS
COORDINATE WITH STOREFRONT SYSTEM
200A  |WAITING 3'-4" 6'-8" 13/4" AL-1B 6 YES (2'8" WIDE SIDE-LITE)
2008 [WAITING 3'-0" 6'-8" 13/4" WD-2 H.M. / PAINT 5 YES
201 HALLWAY 3-0" 6'-8" 13/4" WD-2 H.M. / PAINT 5 YES
202 OFFICE 3-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
203 RECEPTION 3-0" 6'-8" 13/4" WD-2 H.M. / PAINT 1
204 SECURED FILES / STORAGE 3-0" 6'-8" 13/4" WD-1 H.M. / PAINT 2
205A |CONFERENCE / TRAINING ROOM 3'-0" 6'-8" 13/4" WD-2 H.M. / PAINT 4 YES
205B  [CONFERENCE / TRAINING ROOM 3-0" 6'-8" 13/4" WD-2 H.M. / PAINT 4
206A |CONFERENCE ROOM 3'-0" 6'-8" 13/4" WD-2 H.M. / PAINT 4 YES
206B [CONFERENCE ROOM 3-0" 6'-8" 13/4" WD-2 H.M. / PAINT 4
COORDINATE WITH STOREFRONT SYSTEM
207A  |LOBBY 3'-4" 6'-8" 13/4" AL-1A 6 YES (2'8" WIDE SIDE-LITE)
2078 [LOBBY 3-0" 6'-8" 13/4" WD-2 H.M. / PAINT 5 YES
208 CUSTODIAL 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
209 UA BATH 3-0" 6'-8" 13/4" WD-1 H.M. / PAINT 3
210 OFFICE 3-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
211 OFFICE 3-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
212 OFFICE 3-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
213 OFFICE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
214 OFFICE 3-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
215 OFFICE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
216 OFFICE 3-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
217 OFFICE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
218 OFFICE 3-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
219 OFFICE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
220 SECURED STORAGE 3-0" 6'-8" 13/4" WD-1 H.M. / PAINT 2 YES
221 SECURED FILES / STORAGE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 2 YES
222 OFFICE 3-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
223 OFFICE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
224 OFFICE 3-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
225 OFFICE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
226 BREAKROOM 3-0" 6'-8" 13/4" WD-1 H.M. / PAINT 4
227 WOMENS RESTROOM 3-0" 6'-8" 13/4" WD-1 H.M. / PAINT 3
228 MENS RESTROOM 3-0" 6'-8" 13/4" WD-1 H.M. / PAINT 3
229 EQUIPMENT ROOM 3-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
230 EQUIPMENT ROOM EXISTING EXTERIOR DOOR
231 OFFICE 3-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
232 OFFICE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
233 OFFICE 3-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
234 OFFICE 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
235 OFFICE 3-0" 6'-8" 13/4" WD-1 H.M. / PAINT 1
236 HALLWAY 3'-0" 6'-8" 13/4" WD-2 H.M. / PAINT 5 YES
237 WEEKEND REPORTING 3-0" 6'-8" 13/4" WD-2 H.M. / PAINT 1
238 UA BATH 3'-0" 6'-8" 13/4" WD-1 H.M. / PAINT 3
SEE TECHNICAL SPECIFICATIONS FOR PRODUCT INFORMATION
HARDWARE GROUP I H.M. HOLLOW METAL
1 OFFICE S.C. SOLID CORE WOOD
2 STORAGE
3 RESTROOM
4 CONFERENCE ROOM
5 HALLWAY

///KICKPLATE WHEN
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. X al
GLASS
LITE

ROOM FINISH SCHEDULE

FLOOR WALL FINISH CEILING
ROOM
NO. ROOM NAME FINISH BASE NORTH SOUTH EAST WEST FINISH HEIGHT |REMARKS
100 PURCHASING OFFICE CARPET  |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
101 CONTRACTS OFFICE CARPET  [VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
102 FINANCE OFFICE CARPET  [VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
103 FINANCE OFFICE CARPET  [VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
104 FINANCE OFFICE CARPET  [VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
105 FINANCE DIRECTORS OFFICE CARPET  |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
106 BUDGET/GRANTS/RECORDS OFFICE CARPET  [VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
107 CLOSET VCT VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
108 ACCTS PAYABLE/RECORDS OFFICE CARPET  [VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
109 LOBBY VCT VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
110 HALLWAY VCT VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
111 MENS RESTROOM C.T. C.T. C.T.TO 6' AFF |G.B./PAINT G.B./PAINT C.T.TO 6' AFF |ACT 8' PAINTED G.B. ABOVE C.T. TO CEILING
112 WOMENS RESTROOM CT. C.T. G.B./PAINT C.T.TO 6' AFF |G.B./PAINT CT.TO6'AFF [ACT 8' PAINTED G.B. ABOVE C.T. TO CEILING
113 CUSTODIAL VCT VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8' FRP PANELS TO 6' AFF AT MOP SINK
114 HALLWAY VCT VINYL NA G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
115 PAYROLL / RECORDS OFFICE CARPET  [VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
116 FILES / SUPPLIES / HALLWAY VCT VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
117 H.R. DIRECTORS OFFICE CARPET  [VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
118 H.R. TESTING / STORAGE CARPET  [VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
119 H.R. OFFICE CARPET  |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
120 H.R. OFFICE CARPET  [VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
121 H.R. OFFICE CARPET  [VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
122 H.R. RECEPTION CARPET  [VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
123 HALLWAY VCT VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
124 H.R. SECURED FILE / STORAGE VCT VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
125 CONFERENCE ROOM CARPET  [VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
126 IT ROOM VCT VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
127 CONFERENCE ROOM CARPET  [VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
128 HALLWAY VCT VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
129 BREAKROOM VCT VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
130 LIBRARY STORAGE CARPET  [VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
131 LIBRARY OFFICE CARPET  [VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
132 LIBRARY OFFICE CARPET  [VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
133 ASST. CTY MANAGER OFFICE CARPET  |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
134 LIBRARY OFFICE CARPET  [VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
135 LIBRARY WORKROOM CARPET  [VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
136 MAILROOM VCT VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
137 LOBBY VCT VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'

SEE TECHNICAL SPECIFICATIONS FOR PRODUCT INFORMATION

VCT VINYL COMPOSITION TILE
G.B. GYPSUM BOARD CARPET: SEE TECHNICAL SPECIFICATIONS FOR BROADLOOM AND MODULAR CARPET LOCATIONS
CT. CERAMICTILE
FRP FIBER REINFORCED PLASTIC PANEL
ACT ACOUSTICAL CEILING TILE (SUSPENDED SYSTEM)
ROOM FINISH SCHEDULE
FLOOR WALL FINISH CEILING
ROOM
NO. ROOM NAME FINISH BASE NORTH SOUTH EAST WEST FINISH HEIGHT |[REMARKS
200 WAITING VCT VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
201 RECEPTION CARPET  |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
202 CONFERENCE / TRAINING ROOM CARPET _ |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
203 CONFERENCE ROOM CARPET  |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
204 LOBBY VCT VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
205 CUSTODIAL VCT VINYL FRPTO6' G.B./PAINT FRPTO6' FRPTO6' ACT 8' PAINTED G.B. ABOVE FRP TO CEILING
206 UA BATH VCT VINYL FRPTO6' G.B./PAINT FRPTO 6' FRPTO 6' ACT 8' PAINTED G.B. ABOVE FRP TO CEILING
207 OFFICE CARPET  |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
208 OFFICE CARPET _ |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
209 OFFICE CARPET  |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
210 OFFICE CARPET _ |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
211 OFFICE CARPET  |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
212 OFFICE CARPET _ |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
213 HALLWAY VCT VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
214 OFFICE CARPET _ |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
215 OFFICE CARPET  |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
216 OFFICE CARPET _ |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
217 HALLWAY VCT VINYL NA NA G.B./PAINT G.B./PAINT ACT 8'
218 OFFICE CARPET _ |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
219  |SECURED STORAGE VCT VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
220  |SECURED FILES / STORAGE VCT VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
221 SECURED FILES / STORAGE VCT VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
222 HALLWAY VCT VINYL NA G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
223 OFFICE CARPET  [VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
224 OFFICE CARPET _ |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
225 OFFICE CARPET _ |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
226 OFFICE CARPET _ |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
227 OFFICE CARPET _ |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8
228 BREAKROOM VCT VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
229 HALLWAY VCT VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
230 WOMENS RESTROOM C.T. C.T. G.B./PAINT C.T.TO6'AFF_|C.T.TO 6' AFF_|G.B./PAINT ACT 8' PAINTED G.B. ABOVE C.T. TO CEILING
231 MENS RESTROOM CT. CT. CT.TO6' AFF_|G.B./PAINT C.T.TO 6' AFF_|G.B./PAINT ACT 8' PAINTED G.B. ABOVE C.T. TO CEILING
232 EQUIPMENT ROOM VCT VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
233 HALLWAY VCT VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
234 OFFICE CARPET _ |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
235 OFFICE CARPET _ |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
236 OFFICE CARPET _ |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
237 OFFICE CARPET _ |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
238 OFFICE CARPET _ |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
239  |WEEKEND REPORTING CARPET _ |VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
240 UA BATH VCT VINYL G.B./PAINT FRP FRP FRP ACT 8' PAINTED G.B. ABOVE FRP TO CEILING
241 HALLWAY VCT VINYL G.B./PAINT G.B./PAINT G.B./PAINT G.B./PAINT ACT 8'
SEE TECHNICAL SPECIFICATIONS FOR PRODUCT INFORMATION
VCT  VINYL COMPOSITION TILE
G.B.  GYPSUM BOARD CARPET: SEE TECHNICAL SPECIFICATIONS FOR BROADLOOM AND MODULAR TILE LOCATIONS
C.T. CERAMICTILE
FRP FIBER REINFORCED PLASTIC PANELS
ACT  ACOUSTICAL CEILING TILE (SUSPENDED SYSTEM)
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FIXTURE SCHEDULE

MS1: MOP SINK

WC1:
WC2:

ADA WATER CLOSET, FLOOR MOUNTED
STANDARD WATER CLOSET, FLOOR MOUNTED

UR1: WALL HUNG URINAL

SK1: WALL HUNG UNIT, PIPE INSULATION BELOW.

: 2 COMPARTMENT KITCHEN SINK, SET IN COUNTERTOP

: BATHROOM SINK, SET IN COUNTER WITH BASE CABINET

GENERAL NOTES

SEE SPECS FOR ALL FIXTURE REQUIREMENTS

ADA COMPLIANT FIXTURES: SEE ICC A117.1—2009
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DUCTWORK SYMBOLS PIPING SYMBOLS Z 20,
—_— 00
DOUBLE LINE SINGLE LINE ABBREVIATION DESCRIPTION DOUBLE LINE SINGLE LINE ABBREVIATION DESCRIPTION BUTTERFLY VALVE {E Z m o mz
) ; T &—%—a TEMPERATURE CONTROL VALVE  §— V —3 GAUGE COCK O——3 RISE IN PIPE : \  TEMPERATURE SENSOR O >_ %‘hz :
-------- | I | il
........ Z
C ________ 3 b 3 EXISTING DUCTWORK —Dd—s SUPPLY DIFFUSER, REGISTER OR GRILLE b—E}—g MOTORIZED VALVE I CHECK VALVE Ae—3 VALVE IN RISER s—i|—c PIPE TEE f——C+—3 DROP IN PIPE = Z 0%h
2 IN 'BOTTOM OF DUCT OR IN CEILING (BUTTERFLY TYPE) LLI = o
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Z gl
@m §os55555554 6X6 NECK SIZE ~ Z — O z:
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NEW DUCTWORK &_g_& RETURN AIR REGISTER OR GRILLE PIPE CAP <" 0
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3 3 (WMTH EXTRACTOR)
C\ —~ WSG—4 REGISTER ID PIPING ABBREVIATIONS EQUIPMENT PREFIXES MISC. ABBREVIATIONS
RADIUS ELBOW 12X12 NECK SIZE
t 120 CFM B BRINE AD AR DRYER APD AIR PRESSURE DROP
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GENERAL NOTES:

MECHANICAL GENERAL NOTES:

PLUMBING GENERAL NOTES:

SUBMITTALS GENERAL NOTES:

1. PROVIDE ALL WORK, MATERIALS AND LABOR TO ACCOMPLISH A COMPLETE OPERABLE SYSTEM. OBTAIN ALL
PERMITS AND PAY ALL FEES.

2. ALL WORK SHALL COMPLY WITH THE 2003 IMC AND THE 2003 IPC.

3. GUARANTEE MATERIAL, EQUIPMENT AND INSTALLATION FOR TWO YEARS FROM SUBSTANTIAL COMPLETION DATE. ALL
DEFECTS SHALL BE CONTRACTORS RESPONSIBILITY.

4. THE CONTRACTOR IS REQUIRED TO EXAMINE THE PROJECT SITE PRIOR TO BIDDING AND IDENTIFY ALL CONDITIONS
THAT MAY AFFECT THE WORK. FIELD VERIFY EXISTING EQUIPMENT, DUCTS, MECHANICAL PIPING, CONDUITS, FIRE
SPRINKLERS, LIGHTS, PLUMBING PIPING, BUILDING STRUCTURE AND ALL OTHER FIELD CONDITIONS PRIOR TO BIDDING
PROJECT. COORDINATE NEW WORK WITH EXISTING CONDITIONS. NOTIFY THE ENGINEER IMMEDIATELY IF ANY
DISCREPANCIES ARE NOTED. NO CONSIDERATION WILL BE GIVEN IF THE CONTRACTOR FAILS TO EXAMINE THE PROJECT
SITE PRIOR TO BIDDING.

5. THIS DESIGN IS BASED ON THE SCHEDULED MANUFACTURER. IF ANOTHER MANUFACTURER IS USED, THE
CONTRACTOR SHALL BE RESPONSIBLE FOR ALL ADDITIONAL MODIFICATIONS INCLUDING ANY ELECTRICAL OR STRUCTURAL
ENGINEERING REQUIRED TO MODIFY THE STRUCTURAL SUPPORT AND PIPING.

6. PROVIDE INSULATION WITH ALL SERVICE JACKET HAVING A CONDUCTIVITY (k) NOT EXCEEDING 0.21 BTU PER INCH
PER HOUR-SQUARE FOOT DEGREE F IN ACCORDANCE WITH IECC AS FOLLOWS:

1) HW LESS THAN 1-1/2 INCH PIPE SIZE = 1 INCH. (MAXIMUM 140°).

2) HW GREATER THAN OR EQUAL TO 1-1/2 INCH PIPE SIZE = 2 INCH. (MAXIMUM 140°F).

3) CHILLED WATER PIPE (MINIMUM 40F)= 1 INCH.

4) CHILLED WATER LESS THAN 40F = 1-1/2 INCH.

6) THE FIRST 10 FEET OF CONDENSATE DRAIN = 1/2 INCH.

7. ALL OUTDOOR PIPING TO BE ALUMINUM JACKETED.
8. SUPPORT PIPING PER MECHANICAL AND PLUMBING CODES LISTED ABOVE.

9. FLUSH AND WATER TREAT NEW CHILLED WATER, CONDENSER WATER, HEATING WATER, AND DOMESTIC PLUMBING
PIPING.

10. PROVIDE DIELECTRIC UNIONS ON ALL CONNECTIONS BETWEEN DISSIMILAR METALS.

11. CEILING IS BEING REMOVED/REPLACED UNDER THIS CONTRACT. SEE ARCHITECTURAL DRAWINGS.

12. PROVIDE METAL IDENTIFICATION TAGS FOR ALL VALVES. PROVIDE STENCILED LABELS AND ARROWS ON ALL
PLUMBING AND HYDRONIC PIPING. USE SYMBOLS AND ABBREVIATIONS SHOWN ON DRAWING LEGEND AND EQUIPMENT
SCHEDULES.

13.  SEE ARCHITECTURAL DRAWINGS.

14. COORDINATE THE SALVAGE OR DISPOSAL OF EQUIPMENT WITH THE OWNER. ALL ITEMS BEING REMOVED FROM
PROJECT SHALL BE DISPOSED OF OFF SITE.

15. TAKE ALL PRECAUTIONS TO MAINTAIN WEATHER (WATER) TIGHT CONDITIONS ON THE ROOF DURING REMOVAL AND
REPLACEMENT OF AIR CONDITIONING UNITS. CONTRACTOR SHALL RESPOND WITHIN 90 MINUTES TO PROJECT RELATED
ISSUES.

16. PROTECT ROOF FROM DAMAGE DURING CONSTRUCTION.

17. PROTECT ALL WORK SURFACES FROM DUST AND DEBRIS DURING CONSTRUCTION. CLEAN ENTIRE WORK AREA AT
THE END OF EACH SHIFT.

18.  CONTRACTOR SHALL VERIFY THAT ALL SCHEDULED EQUIPMENT AND EQUIPMENT RATINGS AND CHARACTERISTICS
ARE APPROPRIATE FOR THE PROJECT PRIOR TO ORDERING THE EQUIPMENT. NOTIFY ENGINEER IMMEDIATELY IF ANY
DISCREPANCIES ARE NOTED.

19. ALL EQUIPMENT AND MATERIAL MUST BE LISTED AND LABELED FOR ITS USE. MANUFACTURER’S INSTALLATION
INSTRUCTIONS SHALL BE ON-SITE AT TIME OF INSPECTION.

1. PROVIDE NEW DUCT, DUCT TRANSITIONS, DAMPERS, RETURN AND SUPPLY GRILLES, AND CONDENSATE DRAIN/DRAIN

PIPING. SEE DIFFUSER/GRILLE SCHEDULE AND DETAIL A/M0.2 FOR GRILLE INSTALLATION. PAINT THE INTERIOR OF THE
DUCT BEHIND GRILLES FLAT BLACK. PROVIDE BALANCING DAMPER ON ALL SUPPLY DIFFUSERS NEAR MAIN DUCT.

2. INSTALL ALL EQUIPMENT TO MAINTAIN MANUFACTURERS' RECOMMENDED CLEARANCES AND CODE CLEARANCE
REQUIREMENTS. PROVIDE CONCRETE PADS, CURBS AND VIBRATION ISOLATION UNDER EQUIPMENT FOLLOWING
EQUIPMENT MANUFACTURERS RECOMMENDATIONS.

3. NEW SMOKE DETECTORS (AREA OR DUCT) SHALL BE TESTED BY AN APPROVED TESTING AGENCY OR A QUALIFIED
THIRD PARTY SPECIAL INSPECTOR IN ACCORDANCE WITH MECHANICAL CODE SECTION 606. THE SPECIAL
INSPECTOR/TESTING AGENCY SHALL BE AN INDEPENDENT THIRD PARTY INDIVIDUAL OR FIRM AND SHALL NOT BE THE
INSTALLING CONTRACTOR. A PROFESSIONAL ENGINEER SHALL SUBMIT A FINAL SIGNED AND SEALED REPORT TO THE
MECHANICAL INSPECTOR PRIOR TO CITY ISSUANCE OF FINAL INSPECTION APPROVAL OR OCCUPANCY APPROVAL,
INCLUDING CONDITIONAL OCCUPANCY APPROVAL.

4. ALL JOINTS, LONGITUDINAL AND TRANSVERSE SEAMS AND CONNECTIONS IN DUCTWORK, SHALL BE SECURELY
FASTENED AND SEALED WITH WELDS, GASKETS, MASTICS (ADHESIVES), MASTIC-PLUS—EMBEDDED-FABRIC SYSTEMS OR
TAPES. TAPES AND MASTICS USED TO SEAL DUCTWORK SHALL BE LISTED AND LABELED IN ACCORDANCE WITH UL 181A
AND SHALL BE MARKED 181A—P FOR PRESSURE-SENSITIVE TAPE. TAPES AND MASTICS USED TO SEAL FLEXIBLE AIR
DUCT AND FLEXIBLE CONNECTORS SHALL COMPLY WITH UL 181B AND SHALL BE MARKED 181B—FX FOR
PRESSURE—-SENSITIVE TAPE OR 181M FOR MASTIC. DUCT CONNECTIONS TO FLANGES OR AIR DISTRIBUTION SYSTEM
EQUIPMENT SHALL BE SEALED AND MECHANICALLY FASTENED. UNLISTED DUCT TAPE IS NOT PERMITTED AS A SEALANT
ON ANY METAL DUCTS.

5. PROVIDE AND INSTALL INTERNATIONAL MECHANICAL CODE GAUGE THICKNESS GALVANIZED SHEET METAL DUCT WITH
VAPOR BARRIER ACCORDING TO SMACNA REQUIREMENTS. ALL MATERIALS EXPOSED WITHIN DUCTS OR PLENUMS SHALL
HAVE A FLAME-SPREAD INDEX OF NOT MORE THAN 25 AND A SMOKE-DEVELOPED RATING OF NOT MORE THAN 50
WHEN TESTED IN ACCORDANCE WITH THE TEST FOR SURFACE BURN CHARACTERISTICS OF BUILDING MATERIALS, IBC
STANDARDS. PIPING EXPOSED IN DUCTS OR PLENUMS SHALL HAVE SAME INDEXES WHERE TESTED IN ACCORDANCE
WITH ASTM E84 AND UL 723. NO PLASTIC CONDENSATE DRAIN PANS ARE ACCEPTABLE. SUPPLY AND RETURN DUCTS
AND PLENUMS LOCATED IN UNCONDITIONED SPACE SHALL BE INSULATED WITH A MINIMUM OF R—6 INSULATION AND
WITH A MINIMUM OF R—8 INSULATION WHEN LOCATED OUTSIDE THE BUILDING. WHEN LOCATED WITHIN A BUILDING
ENVELOPE ASSEMBLY, THE DUCTS OR PLENUMS SHALL BE SEPARATED FROM THE BUILDING EXTERIOR OR
UNCONDITIONED OR EXEMPT SPACES BY A MINIMUM R—8 INSULATION, OR THE DUCTS AND PLENUMS THEMSELVES
SHALL BE INSULATED WITH A MINIMUM R—8 INSULATION. MATERIALS WITHIN PLENUMS SHALL BE NONCOMBUSTABLE OR
SHALL BE LISTED AND LABELED AS HAVING A FLAME SPREAD INDEX OF NOT MORE THAN 25 AND A
SMOKE—-DEVELOPED INDEX OF NOT MORE THAN 50 WHEN TESTED IN ACCORDANCE WITH ASTM E 84 OR UL 723.

6. HYDRONIC PIPING TO BE SEAMLESS SCHEDULE 40 BLACK STEEL PIPE WITH GROOVED MECHANICAL COUPLINGS,
THREADED FLANGED OR WELDED FITTINGS AND JOINTS. SAND BLAST, PRIME AND EPOXY PAINT (GRAY) ALL
UNINSULATED PIPE AND SUPPORTS.

7. LOCATE EXHAUST A MINIMUM OF 10—-FEET FROM ANY OUTSIDE AIR INTAKE AND A MINIMUM OF 1-FOOT FROM ANY
VERTICAL SURFACE.

8. REMOVE AND REINSTALL EXISTING CEILING TO ACCOMMODATE DUCT AND OR EQUIPMENT REMOVAL AND
INSTALLATION.

9. CAP ALL DUCT OPENINGS THAT RESULTED FROM DUCT REMOVAL UNDER THIS PROJECT.

10. CORRECT AND REPAIR ANY LEAKAGE IN NEW DUCTWORK WHERE THE INTEGRITY HAS BEEN COMPROMISED.

12.  COORDINATE DUCT ROUTING WITH SURROUNDING CONDITIONS AND CEILING STRUCTURE.

13.  NO RETURN AIR PLENUM EXISTS IN THIS SUITE.

14. AIR BALANCE THE EQUIPMENT TO THE CFM SHOWN ON DRAWINGS. PROVIDE AIR—-BALANCE REPORT PER
MECHANICAL CODE SECTION 403. TEST AND BALANCE HYDRONIC SYSTEMS USING AABC STANDARDS. PROVIDE A COPY
OF BALANCE REPORT TO MECHANICAL INSPECTOR FOR FINAL REVIEW.

15.  PROVIDE PROGRAMMABLE SETBACK THERMOSTATS. INSTALL TO COMPLY WITH ADA GUIDELINES.

16. PROVIDE SHUTOFF DAMPERS, MOTORIZED ACTUATORS AND CONTROLS IN QUTSIDE SUPPLY AIR DUCTS AND
EXHAUST DUCTS TO AUTOMATICALLY SHUT WHEN THE SYSTEM OR THE SPACE SERVED ARE NOT IN USE, EXCEPT FOR
GRAVITY DAMPERS ON BUILDINGS LESS THAN THREE STORIES.

17.  MECHANICAL SYSTEM SHALL OPERATE CONTINUOUSLY DURING OCCUPIED PERIODS TO MAINTAIN VENTILATION
REQUIREMENTS PER MECHANICAL CODE.

18. PROVIDE METALLIC AND NONMETALLIC FLEXIBLE DUCTS CONFORMING TO THE MECHANICAL CODE, NFPA 90B, AND
TESTED IN ACCORDANCE WITH UL 181.

19. PROVIDE ADHESIVES, VAPORS, BARRIERS AND TAPE CONFORMING TO NFPA 90.

1. PROVIDE NEW PLUMBING FIXTURES, PIPING AND VALVES. PROVIDE P—TRAP PIPE INSULATION KITS ON ADA
ACCESSIBLE SINKS. PROVIDE DIELECTRIC UNIONS ON ALL CONNECTIONS BETWEEN DISSIMILAR METALS. SEE FIXTURE
SCHEDULE FOR ROUGH—IN CONNECTIONS.

2. SLOPE ALL DRAINAGE PIPING 3-INCH AND BIGGER AT 1/8 INCH PER FOOT AND ALL DRAINAGE PIPING 2-1/2 INCH
OR SMALLER AT A SLOPE NO LESS THAN 1/4—INCH PER FOOT. SANITARY DRAIN PIPING TO BE CAST IRON PIPE AND
FITTINGS CONFORMING TO CISPI 301. PROVIDE CLEANOUTS REQUIRED BY PLUMBING CODE. DOMESTIC HOT AND COLD
WATER, MAKE UP WATER, OVERFLOW AND DRAIN PIPING TO BE TYPE L HARD DRAWN COPPER CONFORMING TO ASTM
B88 WITH WROUGHT—COPPER FITTINGS CONFORMING TO ASME B16.22. SLOPE COOLING TOWER/FLUID COOLER OVERFLOW
AND DRAIN PIPING A MINIMUM OF 1/8-INCH PER FOOT. ALL DRAINS, SANITARY DRAINS, AND VENT PIPING RECEIVING
CHEMICAL WASTES SHALL COMPLY WITH PLUMBING CODE.

3. EXTERIOR AND INTERIOR CONDENSATE DRAIN PIPING SHALL BE SCHEDULE 40 PVC PIPE.

4. NATURAL GAS PIPING SHALL BE SCHEDULE 40 BLACK STEEL CONFORMING TO ASTM A 53. NATURAL GAS PIPE
FITTINGS SHALL BE MALLEABLE IRON THREADED FITTINGS CONFORMING TO ANSI B16.3.

5. FIELD VERIFY EXISTING PIPE ROUTES, SIZES, DEPTH AND SLOPE OF EXISTING SEWER PIPE PRIOR TO BIDDING AND
INSTALLATION OF NEW PIPING. ENSURE NEW PIPING CAN INTEGRATE INTO EXISTING CONDITIONS.

6. ALL SANITARY DRAIN PIPING WILL REMAIN EXCEPT AS SHOWN OTHERWISE. ALL UNUSED EXISTING DOMESTIC COLD
AND HOT WATER DISTRIBUTION PIPING WITHIN THE BUILDING WILL BE REMOVED.

7. THE EXISTING SANITARY DRAIN SYSTEM LAYOUT IS UNKNOWN. CONTRACTOR TO FIELD VERIFY SANITARY DRAINAGE
PIPING SIZES AND LOCATIONS AS NECESSARY TO ACCOMMODATE THE NEW CONFIGURATION. IF ANY MAJOR
DISCREPANCIES ARE FOUND, NOTIFY THE ENGINEER IMMEDIATELY.

8. SAW CUT EXISTING CONCRETE FLOOR AS REQUIRED TO ACCOMMODATE NEW SANITARY DRAIN PIPING AND COLD
WATER WHERE REQUIRED.

9. RECONNECT NEW SYSTEM COMPONENTS TO EXISTING MAKE UP WATER AND CHEMICAL FEEDS AS NECESSARY.
10. FIELD ROUTE PIPING AS REQUIRED TO MAKE CONNECTIONS TO EXISTING PIPING, NEW AND EXISTING EQUIPMENT.

11.  ALL ROOF AND ROOF OVERFLOW DRAINAGE PIPING TO BE PLUMBING CODE APPROVED ABS. PROVIDE EXPANSION
JOINTS AS NECESSARY.

12.  CALL FOR INSPECTION AND TEST FROM AUTHORITY HAVING JURISDICTION OF ALL SEWER PIPE, WATER PIPE AND
NATURAL GAS PIPE PRIOR TO BACKFILL AND COVER PER PLUMBING CODE.

13.  ALL PENETRATIONS THROUGH RATED WALLS AND FLOORS SHALL BE SEALED WITH A MATERIAL CAPABLE OF
PREVENTING THE PASSAGE OF FLAMES AND HOT GASES. MATERIALS SHALL BE UL LISTED AND COMPLY WITH PLUMBING
CODE.

14. FLUSH AND DISINFECT ALL POTABLE WATER SYSTEM AFTER FINAL INSTILLATION AND PRIOR TO BUILDING
OCCUPANCY PER PLUMBING CODE.

15. INTERIOR NATURAL GAS SUPPLY OPERATING PRESSURE SHALL NOT EXCEED 5 PSI PER PLUMBING CODE.
16. PROVIDE THIRD PARTY TESTING AND CERTIFICATION OF ALL NATURAL GAS PIPE AND FITTING PER FUEL GAS CODE.

1. PROVIDE SUBMITTALS FOR ALL SCHEDULED EQUIPMENT, ACCESSORIES, PIPE INSULATION, EQUIPMENT AND PIPE
IDENTIFICATION. PROVIDE 5 COPIES IN 3 RING BINDERS. PROVIDE SUBMITTALS AS ONE COMPLETE PACKAGE. PROVIDE
AS—BUILT DRAWINGS AND OPERATION AND MAINTENANCE MANUALS AT SUBSTANTIAL COMPLETION.

2. PROVIDE O&M MANUALS FOR ALL EQUIPMENT TO OWNER. INSTRUCT OWNER IN PROPER OPERATION AND
MAINTENANCE OF EQUIPMENT. PROVIDE 3 BOUND COPIES.

DEMOLITION GENERAL NOTES:

1. VERIFY LOCATION OF EXISTING MECHANICAL, ELECTRICAL AND PIPING UTILITIES. PROTECT UTILITIES TO REMAIN.
DISCONNECT, CAP AND REMOVE UTILITIES DESIGNATED FOR DEMOLITION.

2. PROVIDE REROUTING OF UTILITIES SERVING ADJACENT AREAS TO MAINTAIN UNINTERRUPTED SERVICE.

3. PROTECT ADJACENT AREAS FROM DAMAGE DURING PROGRESSION OF WORK. PROVIDE TEMPORARY SAFETY BARRIERS
AS REQUIRED BY CODE TO ENSURE PUBLIC SAFETY AND CONTINUE BUILDING OCCUPANCY. DAMAGE TO EXISTING AREAS
NOT INCLUDED IN THIS CONTRACT SHALL BE RESTORED TO EXISTING CONDITIONS AT THE CONTRACTORS EXPENSE.

4. PROVIDE REQUIRED DUST AND NOISE CONTROL MEASURES TO ENSURE CONTINUED OPERATION OF THE ADJOINING
DEPARTMENTS.

5. REFER TO DEMOLITION PLAN KEY NOTES FOR REUSE OF SPECIFIC ITEMS IN THE NEW CONSTRUCTION. VERIFY
SALVAGE OF OTHER ITEMS AND MATERIALS WITH THE OWNER. OWNER RESERVES THE RIGHT TO SALVAGE ANY AND ALL
DEMOLITION ITEMS. REMOVE AND STORE SUCH ITEMS IN AREAS DESIGNATED BY THE OWNER.

6. REMOVE ALL NON SALVAGED ITEMS FROM THE JOB SITE AS THE WORK PROGRESSES. VERIFY THE HAULING ROUTE
AND DUMPSTER LOCATION WHERE APPLICABLE WITH THE OWNER PRIOR TO START OF WORK. OWNER WILL SELECT
SALVAGED EQUIPMENT TO RETAIN.

7. COORDINATE INSTALLATION OF NEW EQUIPMENT AND PIPING WITH EXISTING FIELD CONDITIONS, INCLUDING ROOF
CONDUITS AND ROOF EQUIPMENT.

THE GENERAL NOTES SECTION IS
COMPREHENSIVE. SOME MECHANICAL, PLUMBING,
SUBMITTAL, GENERAL AND DEMOLITION NOTES
MAY NOT APPLY TO THIS PROJECT
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SUPPORT FROM STRUCTURE.

SECURE FLEX
DUCT TO HARD
DUCT WITH
PANDUIT STRAP.

$TO ROOF CAP

NN

APPROVED CLASS
D OR CLASS |
FLEXIBLE DUCT

SECURE FLEX

DUCT TO
DIFFUSER NECK
WITH PANDUIT
STRAP.

i \\ CEILING
CEILING DIFFUSER, SEE

PLANS AND SCHEDULE.

\

\— BRANCH DUCT

(HARD) SEE PLANS
FOR SIZE.

CONNECT SHEET METAL PLENUM
WITH SHEET METAL SCREWS 4"
0.C. EACH SIDE.

| SIMILAR FOR RETURN AIR GRILLE. |

CEILING DIFFUSER CONNECTION

DETAIL (A

SCALE: NONE MO.2

ROUND DUCT COLLAR
k \ s

ALL DRAWINGS CONTAINED HEREIN WERE DESIGNED AND DRAWN IN THE U.S.A.

MOUNT TO CEILING
1 =" STRUCTURE PER
MANUFACTURER'S
RECOMMENDATIONS

BACKDRAFT DAMPER

HANGING VIBRATION
/ ISOLATOR KIT.

/ CEILING
FLEX CONNECTOR / $ \— CABINET MOUNTED FAN

ACCESS GRILLE MOTOR

CEILING MOUNTED EXHAUST
FAN INSTALLATION

DETAIL

(8

SCALE: NONE MO.2

y/ 7777777777777 7774
/77777 777777777772
V777777777777 77773
W/ 777777777777 77773
2777777777777 7773
V77777 777777777773
/7777777 7777777774
V77777 777777777773
/777777777777 77772
Ve 777 7777777777774
IR 7727777777777 773

GALVANIZED PAINTED
SHEET METAL OUTSIDE

AIR—OUTLET\

REFRIGERANT PIPING
TO OUTDOOR SECTION

ROUTE CONDENSATE DRAIN
TO A CODE COMPLIANT
TERMINATION LOCATION.
TERMINATE IN A CODE
COMPLIANT MANNER.

\ AIR=INLET

Ij CDR

/ey

SPLIT SYSTEM

AIR CONDITIONING UNIT

DETAIL

D

AIR BOX
LOUVER
LOUVER
LOUVER
DETAIL (e
SCALE: NONE MO.2

SCALE: NONE MO.2

ENGINEERING
COMPANY

HEATING, VENTILATION, AIR CONDITIONING, PLUMBING

9777 N. 91s5T S§T., STE 100, SCOTTSDALE, AZ 85258

TELEPHONE (480) 443-8773 * FAX (480) 443-4591

|
.

JOHNSTON

Expires 6/30/2015

A
Z
<
i
=4
0=
7 <

l_.
Elu.l
D:D
L
Z
L
(0]

COPPER ADMIN BUILDING
GILA COUNTY PUBLIC WORKS
DEPARTMENT GLOBE, ARIZONA

PROJECT NUMBER:

15013

DATE: 04-08-2015

DRAWN BY: E. GONZALEZ

DESIGNED BY: E. GONZALEZ

APPROVED BY: T.JOHNSTON

SHEET NUMBER:

MO.2

COPYRIGHT 2015 JOHNSTON ENGINEERING COMPANY. DRAWINGS ARE FOR USE SOLELY IN RESPECT TO THIS PROJECT. THEY ARE NOT TO BE USED ON OTHER PROJECTS OR FOR ADDITIONS TO THE SCOPE OF WORK WITHOUT THE SPECIFIC WRITTEN CONSENT OF JOHNSTON ENGINEERING COMPANY



U]
O :
m
:z e
=)
LOUVER SCHEDULE EXHAUST FAN SCHEDULE DIFFUSER AND GRILLE SCHEDULE® > = ang
o ¥
EQUIPMENT MANUFACTURER & FREE AREA | LOUVER E AR CAPACITIES ELECTRICAL INFORMATION m ot |
CPM REMARKS QUIPMENT MANUFACTURER & SONES | WEIGHT (ibs REMARKS AR DISTRIBUTION MAX PRESSURE THROW NOISE 0y <
IDENTIFIER MODEL NO. (sQ. 1) SIZE IDENTIFIER MODEL NO. CFM ESP VOLTS PH HP (WATTS) (Ibs) IDENTIFIER RATED CFM NE%SIZE LOSS MOD€2>N0. (FEET) FACE SIZE CRITERIA REMARKS O z ¢ 3
GREENHECK - I'LI Z Z 10
LVR-1,2,3,4 EDJ—601 450 118 20" (1) EF-1,2,3,4 R 225 0.35 115 ’ 108 3.0 2% (1) CSD—1 100 6" 0.028 SCD 7/4 12°X12" OR 24°X24" - [= L] : 3o
(1) PROVIDE BIRD SCREEN. EF-5,6,7 CREENHECK 70 0.25 15 1 54 25 9 ) CSD-2 200 8" 0.06 SCD 11/8 12°X12" OR 24'X24" - B ()] Z < G : X
K CSD-3 380 10" 0.06 SCD 10 24°X24" 7 (3) 7 = Ay
EF-8 125 0.25 115 1 150 35 10 - — 0 -n
SP—B150 CSD-4 550 12 0.07 SCD 12 24"X24 19 [3) I (D y Or
@ FAN TO OPERATE FROM RESTROOM LIGHT SWITCH. PROVIDE PLASTIC GRILLE, BACKDRAFT DAMPER AND ROOF CAP. CRG-1/CEG-1 100 6" 0.042 PDDR - 24"X24” - Z O 370
u 1
~F 0
CRG—2,/CEG-2 250 g’ 0.083 PDDR - 24"X24” - O Zzmny
CRG-3/CEG-3 450 10" 0.108 PDDR - 24"X24” - ) I'LI O E = g
SPLIT SYSTEM AIR CONDITIONING UNIT SCHEDULE CRG-4/CEG-4 | 725 4 0.083 POOR - 24°x24" - 253
CRG-5/CEG-5 1370 18"X18" 0.074 PDDR - 24"X24” 21 Z oz
AR CAPACITIES MIN HEATING/COOLING CAPACITY ELECTRICAL DATA : W.ag
INDOOR UNIT OUTDOOR UNIT . WEIGHT >71
EQUIPMENT NUMBER MANUFACTURER | MANUFACTWRER [ tori | BLower | SER ENT AR AMBIENT MBH UNIT INDOOR UNIT | OUTDOOR UNIT LBS REMARKS (1) DIMENSION IS DUCT SIZE. (2) MANUFACTURER MODEL NO. IS PRICE. - b
MODEL MODEL (EER) | CYCLE g N Y
CFM HP DB WB DB WB SEN | ToT MCA MOCP | VOLTS/PHASE | VOLTS/PHASE =
o T 500 50T e0 —T5 @ WITH HORIZONTAL/ VERTICAL ADJUST. @ CEILING DIFFUSER/GRILLES ARE FOR DIRECT DUCT ATTACHMENT. =
ACU-1 MITSUBISHI MITSUBISHI . . . - . : ACU = 53 g
SOR_1 oK A DA A DUy ADNHA 800 13 |10 e : : - - 2 18.0 30.0 230V 1PH 230V 1PH vl € © p
@ MITSUBISHI OR APPROVED EQUAL. @ PROVIDE MANUFACTURER INTERNAL CONDENSATE DRAIN PUMP, MANUFACTURER AIR FILTER ACCESSORIES AND REMOTE PROGRAMMABLE THERMOSTAT.
VENTILATION CALCULATIONS
. _ OCCUPANTS PER | CFM PER | CFM PER | AREA QTY. OF AREA 0SA CFM AREA CFM
of D p— g e e s T , UNIT | OCCUPANCY CLASSIFICATION | "4 000 S. FT. | oCCUPANT | Sa. FT. | (sQ. FT.) [ OCCUPANTS MINIMUM TOTAL | UNIT OSA MINMUM | UNIT 0SA MAXIMM
ﬂ: ; T - Sy J———SEE RIDGE-BEAM SPAN TABLES BELOW —f i i i L T T - | e 48" 16ga. x 1.3/8" STAPLES (TYP.)
e 16g0. x 7/8" STAPLES (IYP) SiE MATERAL STORAGE ROOM 0 0 0.15 43 0 6 6
o SR e | | R ST B wm sy o e
RERGE 457 WIN: m.C. 2. FOR 2 LAYER BOMW USE 48" LaP vvl«é 1090, Z?/B"STQ;EIELSES PLYWOOD FACE GRAIN- i e 2 PASTEN LAYERS PROGRESSVELY. PR P CORRIDORS 0 0 o 104 0 10 10 6 31
PLYWOOD FAGE GRAN+ w/ 1650, STARLES 4 PASTEN LAYERS  PROGRESSIELY. o 1 0. Aok war S REEIS e SR GRS CONFERENCE ROOM 50 20 0 547 15 0 300
@ 17 0.C. EACH WAY \ 5. SEE SHEET S7:8.3 FOR BEAM NOTES.
OFFICE SPACE 7 20 0 109 1 0 20
ng , HP-2 CORRIDORS 0 0 0.1 333 0 33 33 33 253
RIDGE-BEAN - : sirrorTs o o' Surbory 1o'SuPboer CONFERENCE ROOM 50 20 0 252 10 0 200
SECRORTS O To' SUPPORT To' SUPPORT EA%DS—IE:EEOF 46" MIN JOHNSTON .
log. tare o Pl ] PosT A hepror || OFFICE SPACE 7 20 0 357 3 0 50 /
BEAM  CENTER — LA : SEAN 4 HP-3 CORRIDORS 0 0 0.1 143 0 14 14 78 128 -
SPAN A SPAN A SPAN A SPAN B
o 5 s o — STORAGE ROOM 0 0 0.15 424 0 64 64 Expires 6/30/2015
NOTES; 12 E&M#&igxﬁ g?EgLEU%%'INTEBEAM‘SS; gg EACHSSEISEDg!;\IgTING LéNE ANSD7 giAMS SUPPORTED ON BOTH SIDES OF MATING LINE.
1. BEAM SPANS BASED UPON BEAMS ON EACH SIDE OF 1 INE AN MS SUPPOR N F MATING LINE. 3: Al Hi Al = ACINF;;B M w, ‘ ft‘ 101,:‘)\Y R -V
S B G el Al & BRACING SEE DS“':%:‘E ’%;/é_1°&YSE7ZB§ZRLA: PROMIED on pom she @ e + THESE TABLES ARE FOR A 5 LAVER. B o7 23/{52t‘0é$RUC/TURAL 41, SPLY. 5 LAYER PLYWOOD. ' HP-4 OFFICE SPACE ! 20 0 404 4 0 80 43 123
4. THESE TABLES ARE FOR A 3 LAYER BEAM OF 15/32” STRUCTURAL #1, 5—PLY, 5 LAYER PLYWOOD. STORAGE ROOM O O 0‘15 289 O 43 43 m
OFFICE SPACE 7 20 0 334 3 0 60
PLYWOOD BEAM -5 3 03 nZ
PENETRATION DETAIL CORRIDORS 0 0 0.1 328 0 33 33 7 C_)
oot OFFICE SPACE 7 20 0 569 4 0 80 , o < |-
DET AIL m STORAGE ROOM 0 0 0.15 205 0 31 31 n <
OFFICE SPACE 7 20 0 474 3 0 60 - <
SCALE: NONE MO.3 =5
HP-7 BREAK ROOMS 25 5 0.06 246 6 15 46 43 134 L O
STORAGE ROOM 0 0 0.15 187 0 28 28 lI.I-J ]
OFFICE SPACE 7 20 0 218 1 0 20 2 <
HP-8 0 178
LIBRARIES 20 15 0 527 11 0 158 . O
oo OFFICE SPACE 7 20 0 298 1 0 20 . 20 I(ﬁ Z.
CONFERENCE ROOM 50 20 0 443 15 0 300 1 (@)
J—
STORAGE ROOM 0 0 0.15 347 0 52 52 N =
HP-10 52 252 <
CONFERENCE ROOM 50 20 0 256 10 0 200 0
HP—11 OFFICE SPACE 7 20 0 656 6 0 120 0 120 L :I
OFFICE SPACE 7 20 0 516 3 0 60 I
HP—12 0 135 OZ
LOBBIES 60 15 0 325 5 0 75 0 W
RECEPTION AREA 30 5 0.06 558 17 33 17 >
HP-13 45 129
CORRIDORS 0 0 0.1 115 0 12 12
OFFICE SPACE 7 20 0 608 6 0 120
HP—14 24 144
CORRIDORS 0 0 0.1 240 0 24 24 0 4
STORAGE ROOM 0 0 0.15 123 0 18 18 \¢ Z
HP-15 18 78 0 o)
OFFICE SPACE 7 20 0 478 3 0 60 Y
OFFICE SPACE 7 20 0 640 5 0 100 Z (@) l:.]
HP-16 14 14 Y
CORRIDORS 0 0 0.1 135 0 14 14 A ;
STORAGE ROOM 0 0 0.15 121 6 18 18 :I <
HP-17 97 97 =) O -
CORRIDORS 0 0 0.1 788 0 79 79 = L
OFFICE SPACE 7 20 0 252 4 0 80 m m m
HP-18 320 350 (2) ya o)
CORRIDORS 0 0 0.1 87 0 9 9 < 5 Y
OFFICE SPACE 7 20 0 240 1 0 20
HP-19 320 350 @ > 0 O
STORAGE ROOM 0 0 0.15 123 0 18 18 a) t -
OFFICE SPACE 7 20 0 161 1 0 20 < y.
HP-20 42 62 Z
CORRIDORS 0 0 0.1 419 0 42 42 e 5 |
OFFICE SPACE 7 20 0 635 5 0 100 w 0O >
HP—21 15 115 0. =
CORRIDORS 0 0 0.1 150 0 15 15 qa O »
OFFICE SPACE 7 20 0 670 6 0 120 O <«
HP-22 35 155 <
STORAGE ROOM 0 0 0.15 235 0 35 35 Odn
OFFICE SPACE 7 20 0 162 1 0 20 6 |
HP-23 64 84
CORRIDORS 0 0 0.1 641 0 64 64 |
OFFICE SPACE 7 20 0 402 2 0 40
HP—24 LOBBIES 60 15 0 229 5 0 75 18 133
PROJECT NUMBER:
STORAGE ROOM 0 0 0.15 17 0 18 18
@ CALCULATIONS BASED ON 2003 IMC TABLE 403.3. BALANCE TO UNIT MAXIMUM OSA CFM. CFM SHOWN IS FOR EACH UNIT. 1 5 013
@ VENTILATION AIR PROVIDED EXCEEDS CODE REQUIRED MINIMUM DUE TO RESTROOM EXHAUST. DATE: 04082015
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PLUMBING
5258

DEMOLITION NOTES

1. REMOVE ALL EXISTING DUCTWORK, SUPPLY DIFFUSERS, EXHAUST FANS AND RETURN AND EXHAUST
GRILLES.
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KEY NOTES

1. PROVIDE CEILING MOUNTED EXHAUST FAN. INSTALL PER MANUFACTURER'S RECOMMENDATIONS. SEE
SCHEDULE AND DETAIL B/MO0.2.

ENGINEERING

U]
Z
- 0
30
3 u[\} i)
-
Z5, iif
~ N M
0 ¢+
O i
= Z i
2. CONNECT NEW 22/10 SUPPLY AND RETURN AR DUCTWORK TO EXISTING HP AS SHOWN. n < F ﬁ )
1 okEX
§§3 5 |22/10 ] 3. PROVIDE REMOTE TEMPERATURE SENSOR AS SHOWN. USE THE AVERAGE TEMPERATURE FOR ALL n_ z 9
@ SENSORS TO CONTROL UNIT OPERATION. CONNECT TO UNIT SERVING SPACE. SENSOR SHALL BE Z 0.
COMPATIBLE WITH KMC FLEXSTAT 120063. 2 Do
¥oR
4. PROVIDE KMC FLEXSTAT 120063 TEMPERATURE SENSOR WITH CONTROLLER AS SHOWN. USE THE I -0
AVERAGE TEMPERATURE FOR ALL SENSORS TO CONTROL UNIT OPERATION. CONNECT TO UNIT SERVING O L
SPACE. Z oy
WO ;-
(2)C3D-2 i — 5. PROVIDE LOUVER. LOCATE MINIMUM 10 FEET AWAY FROM ANY BUILDING OPENING AND AT LEAST 10 E LD
- H dal 200 FEET ABOVE ADJACENT GRADE. SEE SCHEDULE AND DETAIL C/MO.2. §.0
— R
o~ Hp—2 | T ¥ oRe= (1 Ce=2 /_%I_? 1 322'3 [CRG-3| "4+ A cre=5 HP—11 6. PROVIDE NEW DUCTLESS SPLIT SYSTEM AIR CONDITIONING UNIT. COORDINATE WITH SPACE oy
CRG-2 Jare-5] | o = (2)dsp-34 ° -?- 3 A CSD-3 CONSTRAINTS.  SEE SPLIT SYSTEM AR CONDITIONING UNIT SCHEDULE AND DETAIL D/M0.2. PROVIDE gg
X 1167 1 ¥ S 6] 55 -1 g} A _ £ 1 325 cRo=4 MANUFACTURERS' CLEARANCES. FIELD ROUTE REFRIGERANT PIPING BETWEEN INDOOR AND OUTDOOR UNITS ‘g
—H 1 e g S p i HP—6 o4 GB)D3 o “’"Z’ o | e~ UTILIZING THE SHORTEST PRACTICAL DISTANCE. REFRIGERANT PIPING SIZES SHALL BE PER LN
i 4 o ] Ry B o CSD—3 300 CRG—3 7 CEG-3 7 7 MANUFACTURERS' RECOMMENDATIONS TO ENSURE FUNCTION & WARRANTY. INSULATE ALL PIPES WITH Z b
N O9) HP—5 ° 325 N ] ARMAFLEX CELLULAR FOAM AND PROVIDE METAL JACKET ON OUTDOOR EXPOSED PIPES. ROUTE O
e~ " HP=31"¢ ) 3 4 ESD-3 = H CONDENSATE DRAIN PIPING THROUGH CEILING SPACE DOWN TO NEAREST MOPSINK, LAVATORY TAILPIECE OR N
CSD-1 4 fgg—z F’E /—4 d—H s 300 / EXTERIOR PLANTER. PROVIDE AIR GAP AND SUPPORT CONDENSATE PIPING PER 2003 IMC AND 2003 IPC. T
100 > S — BN HP— :
— e e 3 - CRG-3 CRG-3 (3Ig) : O T 7. PROVIDE NEW MINI-SPLIT SYSTEM AIR CONDITIONING OUTDOOR UNIT. PROVIDE MANUFACTURER'S
(2)csD-3 250 o o ¢3D-3 Al<n| | IRo |-y HP=Z Ho CRG—2 RECOMMENDED CLEARANCES. SEE SCHEDULE AND DETAIL D/MO.2.
375 T 300 G iy N
16" —& / 1 i & 8. FIELD ROUTE REFRIGERANT PIPING BETWEEN INDOOR AND OUTDOOR UNITS UTILIZING THE SHORTEST
L % ) HP12 Ro |+ |_Fe | CSD-2 sl ] ol ® IR PRACTICAL DISTANCE. REFRIGERANT PIPING SIZES SHALL BE PER MANUFACTURER'S RECOMMENDATIONS TO
b |38 SD=3 150 (6) ENSURE FUNCTION & WARRANTY. INSULATE ALL PIPES WITH ARMAFLEX CELLULAR FOAM AND PROVIDE
RC=5> | o T CRG—4 A 300 CRG=3 i e~ CRC-4 & METAL JACKET ON OUTDOOR EXPOSED PIPES.
[ | LT i = I E! -3
CSD-3 CSD-3 7 | R ) 295 9. UNDERCUT DOOR BY 1-INCH TO PROVIDE RETURN AR PATH.
225 225 % L —Pe
3 . 2)cs0=2 7] 5 |~ =, 1 [ CRG-5 N 503 ; 10. PROVIDE FENCING AROUND MINI-SPLIT SYSTEM OUTDOOR UNIT.
p—o CSD-2 ] 200 e | I | sg—"T —H (2)csD-3 i CSD-3 . 11. PROVIDE 22/10 SUPPLY AND RETURN AIR MAIN DUCTWORK UP TO CONNECTION OF THE LAST
145 F’E 350 225 —erels DIFFUSER /GRILE.
+ 1 i A ]
1 Do fgg 2 (GRe-3 G 4 7 \ -.:.+> 12. ROUTE CONDENSATE DRAIN THRU CONCRETE CURB AND TERMINATE FLUSH WITH CURB SIDEWALL.
3 7 o e ) HP—6 ] < HP-7 CRG-4
i \ CRG= s < (2)CsD-4 13. CONNECT 3/4” CONDENSATE DRAIN PIPE TO EXISTING HEAT PUMP AS SHOWN. ROUTE CONDENSATE
So J e . I - 450 \ b s 1 DRAIN PIPE AGAINST THE ADJACENT WALL AND CONNECT TO CONDENSATE PIPE BELOW BUILDING. JOHNSTON
v p (csb-a), S N e G 1IN e B 4] COORDINATE CONDENSATE DRAIN PIPING WITH BUILDING SUPPORTS. ke 0127
390 4 HP—4 333—3 > 140 325 CSD-3 1 %gs -3 b fJ |3 57
375 )
HP-13 i - CSD-3
: MERIccmu
9 cSh=3 : I 22 g:;sg—z HP-12
250 of oy o
__ Y d | A = ®
F‘.J-’é) -*-» 1 + 275 o2 =] CRG_3
csp—2 |[CRG-3 i CRG-2 F [o | ey (20 i
135 i k1 [ et = 50 E
F S Q@ )
| T " e
10 [ fgg z CSD-3 ? CSD-3 ~
1 e CRG—4 250 300
oy CSD=3 : g%, SOW! CRE_S x
(2)cSD—4 w[ed] |2 o} : (2)CSD-2 S N
f 250 B e 2&3\ 200 J / HP-24 e 2
CRG=5 e HP-15 - - '
Nu % 60) (-5 CRG=2 T CRG=4 el ik T =5l O
;‘ 375 = N 20 5Y3) R ETY CRG—7 | CRG—4 ' @p CRG-5 —
3 CRG—3 T 12"¢< LA— | FpopRG-2 <
©) = (2)csD-2 O® (2)csD=3 e L
o~ 1 - 200 Lo HP=21 $ 225 L% O
—_— - 1 1, L J
o 4 ~—4 TN J‘;"\'* 125 ! F E i 1 L
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esoz =L 2 > s 0= CRG-4 HE] 50 Z A
- csD-3| [ et
— P 4 (2)CsD- 14 —Ss CsD-1 | cRo-4T 325 CRET
O of|~+ 10" N CSD-2 CRG—4 CEG—3 CSD-
@O SO ~ | =17 ) 7200
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T0 RC - h 9
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PROJECT NUMBER:

15013

DATE: 04-08-2015

ALL PLYWOOD BEAM PENETRATIONS SHALL BE
DONE PER BUILDING MANUFACTURER

SPECIFICATIONS. SEE DETAIL A/MO.3.

DRAWN BY: E. GONZALEZ

DESIGNED BY: E. GONZALEZ

APPROVED BY: T.JOHNSTON

CONTACT MODULAR SOLUTIONS LTD. AT
(602) 952—-9741 FOR MORE INFORMATION.

SHEET NUMBER:

M2.1

ALL DRAWINGS CONTAINED HEREIN WERE DESIGNED AND DRAWN IN THE U.S.A.  COPYRIGHT 2015 JOHNSTON ENGINEERING COMPANY. DRAWINGS ARE FOR USE SOLELY IN RESPECT TO THIS PROJECT. THEY ARE NOT TO BE USED ON OTHER PROJECTS OR FOR ADDITIONS TO THE SCOPE OF WORK WITHOUT THE SPECIFIC WRITTEN CONSENT OF JOHNSTON ENGINEERING COMPANY




